A.  ALL FIBER OPTIC CABLES ARE TO BE ROUTED IN 1" EMT CONDUIT ORANGE IN COLOR. NO
LB'S OR CONDUIT BODIES ARE ALLOWED. PROVIDE MINIMUM 12°x12" J-BOXES WHERE
REQUIRED. ALL J-BOXES TO BE ORANGE IN COLOR AND TO BE STENCILED "ENGINEERING
FIBER OPTIC".
B. PROVIDE ALL CUTTING AND PATCHING (INCLUDING FIRE STOPPING) OF FLOORS, WALLS, OR
CEILINGS REQUIRED FOR THE FIRE ALARM SYSTEM, MATCH ADJACENT SURFACES.
C. THESE DRAWINGS SHOW THE GENERAL LOCATIONS OF EXISTING FIRE ALARM CONTROL
PANELS AND REMOTE FIRE ALARM ANNUNCIATORS. THE CONTRACTOR SHALL REMOVE ALL
o EXISTING CONTROL PANELS, ANNUNCIATORS AND ASSOCIATED FIRE ALARM NETWORK
2 o CONTROL COMPONENTS AND REPLACE WITH NEW ADDRESSABLE FIRE ALARM CONTROL
® PANELS, REMOTE FIRE ALARM ANNUNCIATORS AND ASSOCIATED COMPONENTS AS SHOWN
S b ON THESE DRAWINGS AND OUTLINED IN THE SPECIFICATIONS. THE CONTRACTOR SHALL BE
| RESPONSIBLE FOR DETERMINING THE EXACT LOCATIONS OF ALL EXISTING AND NEW
. EQUIPMENT,
[(B]
ks SR D. NEW NETWORK FIRE ALARM CONTROL PANELS SHALL BE CONNECTED WITH A NEW FIBER
= OPTIC PATHWAY INSTALLED IN CONDUIT AND ARRANGED FOR DATA AND VOICE
v STATR COMMUNICATION.
=
= E. THE EXISTING FIRE ALARM NETWORK IS AN EDWARDS IRC3 MULTIPLEX FIRE ALARM SYSTEM
UTILIZING ANALOG ADDRESSABLE SIGNALING LINE CIRCUIT TECHNOLOGY. EXISTING ANALOG
_ ADDRESSABLE INITIATING DEVICES, SIGNALING LINE CIRCUIT WIRING, NOTIFICATION
APPLIANCES, NOTIFICATION APPLIANCE WIRING, AND CONTROL CIRCUIT WIRING SHALL
— REMAIN AND CONNECT TO NEW FIRE ALARM CONTROL PANELS. NEW FIRE ALARM CONTROL
2 PANELS SHALL BE ARRANGED FOR COMPATIBILITY WITH EXISTING DEVICES, APPLIANCE AND
; CONTROL CIRCUITS. REFER TO SPECIFICATIONS FOR ADDITIONAL DETAILS.
[
© D D O O F. EXISTING NOTIFICATION APPLIANCE SIGNALING IS ACCOMPLISHED WITH CONVENTIONAL
[ > BED o BET HORN/STROBES AND SHALL REMAIN. THE NEW NETWORK FIRE ALARM SYSTEM SHALL BE
o JE] ARRANGED WITH CONNECTIONS AND COMPONENTS FOR A FUTURE UPGRADE TO DIGITAL
< EMERGENCY VOICE/ALARM COMMUNICATIONS AS REQUIRED BY THE SPECIFICATIONS.
c° 2 BED 2 BED
o 138 G. THE CONTRACTOR SHALL PROVIDE, INSTALL AND CONNECT NEW CONDUIT AND WIRING FOR
IS A COMPLETE SYSTEM. ALL ABANDONED FIRE ALARM WIRING AND RACEWAY SHALL BE
-
REMOVED.
[(B]
(= b
o © H. SEE SPECIFICATIONS FOR INITIATING DEVICE, NOTIFICATION APPLIANCE CIRCUIT AND
i CONTROL CIRCUIT SCHEDULES FOR EXISTING FIRE ALARM CONTROL PANELS.
(@]
© .  SEE SPECIFICATIONS FOR PHASING AND IMPAIRMENT REQUIREMENTS.
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PLAN NOTES
@ DEMOLISH EXISTING FIRE ALARM ANNUNCIATOR. PROVIDE NEW FLUSH MOUNT
ANNUNCIATOR AT SAME LOCATION. PROVIDE NEW CONDUIT AND WIRE FROM FIRE ALARM
CONTROL PANEL. REFER TO SPECIFICATIONS FOR ADDITIONAL INFORMATION.
J 0
© 1 BED
o { BED
- 1 BED
. 1%]]
S o
I o =
=
c e BATH |
£ OFFICE SHOWER bl
STAIR STAIR
SHOWER A= HALL CLEAN
e 1 BED L BEp ‘B EY g 2 BED — & 1 BED 1 BED i)
PHON
_/
[ ]
3 4 = S "
O
2 CORRIDOR EXISTING PANEL
o CLRIER = 29-ES1—1 CIREER
© PIPE CHASE PIPE CHASE
I
< ] — — ] -
- s
& GERIATRICS
. T OFFICE FLEY THILET
1 "o " et || staer DAYRODM 2 3D > BED STORAGE
» © 162 \z:ﬂ:
[(B]
E L‘EI CLgsSaET PIFE CHASE
PIPE CHASE
_H®
1 BED PHARMACY
. PHARMACY gy -
100
o DAYRODM
=
KITCHEN
o KIEN
O
I . -
o NURSING DAYE™
= STATION NURSING
o 7a STATIIN
= O 1454
-
[(B]
[
O
CORRIDOR
CORRIDOR
g ED ; 1§9ED 2 BED 0 2 BED
c ; D D 149 D m
[
O
I
-
(@]
< L
Z
=
(@)
D
[(B]
v O©
<
4
4D 148
0o
o
L
[(B]
[
O
I
- ~r
(@]
<
o
5
3
O
o O
[
O
N+ \BUILDING 29 FIRE ALARM PLAN - FIRST FLOOR
” [) ” . .
N2 100% Construction Documents - For Construction
() -
€@}
E DRAWING TITLE PROJECT TITLE BAéE 12 2013
» . RULLLLITPN FIRE ALARM REPLACEMENT 2.
Alexandria SUaEY Sh Y. BUILDING 29 FIRE ALARM o
5 FP&C COnsul‘l‘dnl‘s, inc. 525 Broadway Street ™ Q?ff ........... C, O;'Q ) PLOT SCALE " u
ENSEe /2, PLAN - FIRST FLOOR AS NOTED
! 3770 BrOGdWGy Alexandria, MN 56308 % 5‘?3&4 PROJECT 1O, Health Care SyStem
. h 320.7599030 % . . "
E N Kansas City, MO 64111 JLG facsimile 3207555062 L1 12174 fiu:E 02213001 Brairigre | Moriggvides | Alexandfi
- 8 ] 6.93 ] .3377 : e - : . www.jlgarchitects.com - ot 3 03/13/13 .-':‘U - APPROVED: PROJECT DIRECTOR BUILDING No CHECKED BY ||DRAWN
< NGINFERING AND Alexandria Office St. Cloud Office architects . PSSV S 0TI
2 E LG 120 17th Avenue W, 3339 West St Germain, Suite 250 copyright © 2013 c;?«*-ﬁfﬂ_Ns_h.fg\ég AS NOTED|| HHB CAB |[XXX « ‘__"
.g WWW f C-COn SU| tants.com ' Alexandria, MN 56308 St. Cloud, MN 56301 ",,S/OIQXL e\\‘\o — —— w
1P y (320) 762-1290 (320) 217-5557 I ST. CLOUD VA MEDICAL CENTER|| FA101-29
R é No REVISION DATE ST. CLOUD, MN 56303
O

VA FORM 08-6251




	3-13-13 fIRE aLARM sET_22.pdf

